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6 mA of ground fault current and shall not
occur on less than 4 mA. Receptacles shall
be installed in a weatherproof housing with
rainproof Iift covers.

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYSTEMS
(IRRIGATION CONTROLLER
ENCLOSURE CABINET)

ES-3H

NO SCALE
ALL DIMENSIONS ARE IN

NVvid P1S v00C

HE-S3

07-15-04




